ABSTRACT---A thermodynamic analysis of compound Cascade refrigeration system at low temperature heat sources was conducted. The analysis was based on a target temperature of hot water at the range of (60-70) °C out of the heat pump. The carrier thermal fluid temperature, which provides heat at the low temperature side of the Cascade system, determines the pair of refrigerants to be implemented. A hybrid heat pump design was proposed, which implements the sea water and ground as heat sources in a compound cycle. Two of refrigerant pairs were tested for the performance and energy efficiency comparison at fixed operating conditions. In the low temperature cycle, either R410A or R717 refrigerant was allowed to circulate and R134a is circulated at the high temperature cycle. The minimum isentropic efficiency of commercially available compressors was used in this investigation, a value of (70 %) was chosen. The results of the investigation revealed that R717/R134a exhibited a higher heating (COP) than that of R410A/R134a by (3 %). The results showed that increasing the isentropic efficiency of compressors to (90 %) improved the heating (COP) by (20 %) and minimized the power consumption by (24 %). The specific power consumed by compressors of the proposed system showed a decrease of upto (3 %) lower than that of the sea water base system.
INTRODUCTION
Cascade system arrangement is widely selected for heat pumps when the temperature lift of the system is quite high. This represents the temperature difference between the high temperature cycle condenser and low temperature cycle evaporator of the cascade system. Therefore, two cycles are working independently and connected through the use of a cascade heat exchanger. In this heat exchanger, the refrigerant vapor of the low side is condensed and the liquid of the high side is evaporated. Similar or different refrigerants can be circulated separately for each cycle.
The choice of refrigerants on both sides of the Cascade system is quite a difficult task. It depends on the temperature of the heat source, physical properties of refrigerants and performance factors of the machine. It also depends on the refrigerant Ozone Depletion Potential (ODP), Global Warming Potentials (GWP), toxicity and flammability.
Enormous number of investigations has been carried out with a variety of refrigerant pairs in Cascade systems. Lee et al. (2005) [1] implemented Carbon dioxide and ammonia (R744/ R717) to the cascade system and theoretically analyzed the optimal condensation temperature of R744 in the low temperature cycle of the cascade system. Bhattacharyya et al. (2006) [2] preferred to use Carbon dioxide and propane (R744/R290) over ammonia, which is a natural but toxic and inflammable refrigerant in a cascade system. Their investigation was focused on the performance and to determine the optimal evaporation temperature of CO2 in a high-temperature cycle suitable for heating. Bingming et al. (2009) [3] and Dopazo and Fernández-Seara (2011) [4] provided experimental optimum intermediate temperature in the NH3/CO2 cascade heat pump system. They concluded that optimized intermediate temperature should be obtained at a fixed heating capacity. Kim et al. (2012) [5] studied experimentally the performance of air to water heat pump, which circulates R134a and R410A as refrigerants on the high and low cycle respectively. They concluded that the performances are deteriorated at high water inlet temperature and low ambient temperature. The optimal intermediate temperature is increased as ambient temperature increases and water inlet temperature increases.
Experimental investigation was conducted on R134a/R410A cascade cycle for variable refrigerant flow heat pump systems by Kim et al. (2015) [6] . (COP) increased up to 16% when water inlet temperature decreased. Their experiments revealed that when the ambient temperature was 7°C, the higher (COP) condition was realized when the intermediate temperature was (40-41) °C, regardless of the water inlet temperature to the high temperature condenser. Minglu et al. (2016) [7] proposed a control strategy for Cascade air source heat pump water heater to adjust the load variation. They concluded that controller developed successfully helped realize the control of the intermediate pressure, the degree of superheat and the evaporating temperature in terms of control accuracy and sensitivity.
The underground temperature approaches a constant value of (17) °C year round at a depth of (5) m. In the cooling season, the geothermal heat pump extracts heat from the space to be cooled and rejects it to the ground through a heat exchanger. In winter, the geothermal heat pump takes natural heat from the ground and transfers it to the home or building for heating. The geothermal concept may also be implemented for district water heating demands by the community. A geothermal heat pump system can be the most cost-effective and efficient thermal performance for home heating and cooling option. It has been found that the geothermal heat pump systems experience an average 20+ year life expectancy for the heat pump itself and (25 to 50) years for the underground infrastructure. Additionally, the coefficient of performance of this type of heat pumps is ranged between (3) and (5) depending on the operating conditions, (2011) [8] . The ground heat exchanger is buried either horizontally in a shallow trench at a depth of (1-2) m or vertically in a borehole. In general, the cost of trenching and drilling of boreholes are higher than the cost of heat exchanger and piping. Therefore, it is important to maximize the heat extraction or rejection per unit length of trench/borehole.
Ozgener and Hepbasli (2007) [9] stated that the energy performance of a ground source heat pump (GSHP) is influenced by the heat pump machine, the circulating pump or well pumps, and the ground coupling or ground water characteristics. Yrjölä and Laaksonen (2015) [10] investigated a ground source heat pump system when circulating R407C and R134a on the (LT) and (HT) cycles respectively. They found that when the evaporating temperature of R407C and condensing temperature of R134a are constants at (−5) °C and (65) °C respectively, then the optimum condensing temperature of the (LT) proved to be (35-37) °C. Uhlmann et al. (2014) [11] investigated the performance of heat pump with different heat sources such as buildings with a heat pump and a solar thermal collector or buildings with waste heat recovery. They concluded that the proposed cycle can use varying amounts of waste heat and increases the heat pump efficiency by up to 30% over a wide range of operating conditions.
There are three generations of hot water supply to match the community demands, Lund et al. (2014) [12] . In the 1 st generation, steam was used as a heat carrier. Steam temperature produce substantial losses, accident from steam explosion, and less efficiency. The 2 nd and 3 rd generations use a pressurized hot water as heat carriers and the supply temperature at over (100) °C and below (100) °C respectively. The motivation for these generations is to minimize the installation cost, maintenance cost and operating risks. The 4 th generation which the scientists are working on at the present time is the development of technology to supply of hot water as a heat carrier at a temperature range of (40-50) °C. The main purpose of this generation is to utilize all of the available clean heat sources, zero (CO2) emission, low temperature supply to the District heating system technology and more flexible materials.
In the present study; the concept of multi-heat sources at low temperature will be addressed. It is suggested to use both of heat sources, the sea water and underground as a heat supply sources in a modified Cascade compound system. The sea water heat source is to be implemented at the low temperature side and the ground source for the intermediate pressure evaporator or superheater heat exchanger. This multi-evaporator and individual expansion valves with two compressors cycle is integrated as a part of the Cascade system at the (LT) cycle with two different refrigerants.
METHODOLOGY AND CASE STUDY
The harness of sustainable and environmental friendly heat sources has been considered for many decades. It took a great consideration in the research and application with enormous effort to implement this concept in the domestic and industrial fields. It has been used for air conditioning and hot water production for household, hotels, industrial buildings and public usage demands. District heating is designed of a network of piping system connecting buildings in a neighborhood, town centre or whole city, in a way that they can be supplied by a hot water from centralized plants. The operating conditions of the heating mediums for both of the heat sources are shown in table (1) for the proposed system.
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Heat Source Characteristics
It is suggested to use heat carrier mediums at supply temperature for both evaporators at (5) °C which could be attained easily by the thermal fluids. The sea water temperature depends on the depth from which water is extracted, for depth range between (11-20) m; the temperature reaches an attractive range as (7-10) °C. The underground heat source also depends on the depth at which the piping collector is buried, the ground temperature reaches a constant value at a depth below (5) m depth year round. Although it depends on location, ground composition and climate conditions, it still varies between (10-20) °C at depth around (2) m year round. Hence, a supply temperature of a heating medium at a value of (5) °C is a practical value to be considered for this study.
The heating medium characteristic selection depends on a general rule for its freezing point. It should be at least (5) °C lower than the estimated mean operating temperature of the heating medium as it passes through the heat exchanger (evaporator), (2007) [13] . Accordingly, the glycol/water brines for both heating heat sources were chosen as shown in table (1) . Two refrigerant systems are studied which implement the sea water and ground heat sources in hybrid arrangements as a part of a compound Cascade unit on the low temperature cycle.
Power Consumption
The power consumed by the proposed system depends mainly on the efficiency of the available compressor and technology. Most of the companies of commercially available compressors state that the isentropic efficiency of their products is laid in the range of (70 %) to (90 %). The selection of isentropic efficiency is of a vital importance in the thermal performance assessment of the proposed compound Cascade system (COP) and hence its thermal efficiency. Therefore, it was decided to use the minimum published isentropic efficiency of commercial compressors. Any increase in this factor will of course enhance the (COP) of the system considerably.
Multi-Evaporators Compound Cycle
This Cascade system consisted of multi-evaporators, individual expansion valves and multi-compressors as shown in figure (1). The low temperature cycle comprises two evaporators, the low temperature evaporator is provided with heat from the sea water source and the intermediate temperature evaporator uses the ground heat source.
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Figure (1): A schematic diagram for the proposed Cascade system
The compressors of both cycles discharge the refrigerant gases at the same pressure with different temperatures. The energy and mass balances in the mixing line determines the condition of the gas enters the cascade heat exchanger for condensation process; it is designated as solid circle, point (m) on the diagram. The high temperature cycle composes from the principle components of a compression refrigeration cycle and the output of the heat pump is the hot water discharged out of the condenser in this cycle. The p-h diagram of this cycle is illustrated in figure (2). In both evaporators discharge ports, it is assumed that gases leave as superheated condition to (0) °C at the operating pressure. The gas could be superheated to a higher value with the suggested heating mediums and heat sources, but for comparison it was fixed at (0) °C.
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Figure 2: A schematic p-h diagram for the compound Cascade system
The temperature distribution of both streams at the low temperature and the intermediate temperature evaporators is presented in figure (3) . The ethylene glycol/water solution is used as a heat source medium for the sea water source evaporator, the low temperature one, figure (3.a) . Whereas, the intermediate temperature evaporator which uses propylene glycol water brine as a heat medium for the ground source is shown in figure (3.b) . 
THERMODYNAMIC ANALYSIS
The basic thermodynamic relations are applied to each component of the Cascade heat pump system shown in figure  (1) . The notations used in figure (2) can be implemented for the thermal analysis with the aid of the known input heat load of each cycle.
Low Temperature Cycle
The sea water heat source provides heat load to the (LT) evaporator, stream path (1-2) in figure (2), (30 %) ethylene glycol/water mixtures enters at a temperature of (5) °C. The temperature variation through the evaporator is represented by figure (3.a) . The mass flow rate of refrigerant is estimated from the heating load, energy balance and adiabatic boundary condition as: (1) Similarly, the intermediate temperature (IMT) evaporator is supplied with heat from the ground heat source, (20 %) propylene glycol/water solution at a temperature of (5) °C. Figure (3.b) shows the temperature variation to provide superheat of (5) °C on the refrigerant side. The evaporator is located between points (5) and (6) in figures (1) and (2) . The mass flow rate of refrigerants that is circulated through this cycle is estimated from:
The discharge gas from both of the (LT) and (IMT) compressors at the low temperature cycle are mixed before entering the cascade heat exchanger at thermodynamic condition designated as point (m). Its enthalpy can be estimated from the energy balance as:
This heat exchanger works as an evaporator for the high temperature (HT) cycle between (11) and (8) stream points for refrigerant R134a. The condensation load of this heat exchanger is estimated as:
The power consumption by (LT) and (IMT) compressors may be calculated from: 
High Temperature Cycle
The refrigerant path of this cycle flows through the cycle (8-9-10 and 11) in figures (1) and (2). The evaporator is represented by the path bounded by points (11) and (8) which extracts heat from the condensation of the (LT) cycle refrigerant in the cascade heat exchanger. The mass flow rate of the refrigerant is estimated from the energy balance through the cascade heat exchanger to give:
The power consumption of the (HT) compressor is expressed as: (8) The heating load output of the heat pump represents the condensation load at the (HT) condenser located between points (9) and (10) in figures (1) and (2) is calculated from:
Coefficient of Performance (COP)
It represents the ability of the heat pump to move heat from the low temperature source to a higher level with a lower power input. The higher the value of heat output for a given power input the better thermal performance and economic feasibility will be attained. It is defined as: (10) Where the total power consumption of the cascade system on the refrigerant side is calculated by: (11) 
RESULTS AND DISCUSSION
The Cascade system will be examined with two of selected refrigerant pairs listed in table (2) for performance comparison. The following conditions are to be considered:  Cascade system with superheated degree of (10) °C for (LT) and 5 °C for intermediate and (HT) evaporators. There is no subcooling in condensers at both of the (LT) and (HT) cycles.  The (HT) evaporation and condensation are at (26 and 30) °C and (75) °C respectively with (LT) condenser at (40) °C.  The compressors are operating at (70 %) and (80 %) isentropic and volumetric efficiencies respectively with (10 %) heat loss.  Heat load input of (2.1) kW from the sustainable sources at different contribution percentage. This value produces approximately (3.5) kW as heating output of the Cascade system at compressors isentropic efficiency of (70 %).  Neglecting any additional superheat and subcooling that can be obtained from the piping system at the suction side of compressors and discharge piping after condensers.
The contribution of the ground heat source to the total heat input is represented by: 
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Heat Load Output
The base input load was set at 2.1 kW as a total heat load extracted from the external sources. The Cascade heat pump output was estimated according to the thermodynamic analysis stated above with low temperature cycle modification.
(i) R410A/R134a System
The general trend of the load variation with ( showed a higher heat output with a lower intermediate temperature of (33) °C at the cascade heat exchanger for which R134a evaporates at (26) °C. This is mainly due to the higher temperature lift on the (HT) cycle which in turn leads to higher power consumption to achieve the compression ratio. In addition, the variation showed a highest value for the load output of the hybrid system at (α) near (15 %) as illustrated in figure (4 R410A/R134a system The trend of the results show a declination for the total heating load output with increasing the ground source contribution (α) at the intermediated evaporator temperature. It approaches a minimum value at a point where the total load is divided equally between the heat sources. However, it is still higher than that of the base cascade system heating load output.
The deviation of the hybrid system from the base system is defined as: (13) In this expression, the variable (z) could be any of the heat load output ( ), the power consumption by the heat pump ) or the coefficient of performance (COP) of the Cascade system. The base system represents the corresponding variable for the Cascade heat pump when it uses the sea water as a heat source only with (2.1) kW heat extraction. Figure (5) shows the deviation variation with intermediate temperature and ground heat source contribution. It is obvious that the hybrid system exhibited higher heat load deviation ( at (α) close to (15 %). However, the deviation is only (1.8 %) as a maximum value, the increase is almost insignificant.
Asian Journal of Engineering and Technology (ISSN: 2321 -2462)
(ii) R717/R134a System
The general trend of the load variation with ( showed a similar behavior as that of R410A/R134a system with the intermediate temperature of the cascade heat exchanger. A higher heat output with a lower intermediate temperature at the cascade heat exchanger was experienced, figure (6) . A higher value for the load output of the hybrid system at (α) near (15 %) of the total load input to the system as illustrated in figure (6). 
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The hybrid system exhibited a greater deviation from that of the R410A/R134a system to reach (-4 %) at the condition when both heat sources are equally sharing the total input load, (α) is (50 %) as shown in figure (7) . The hybrid system showed a lower heating load output by (-4 %) when compared to the base cascade system with sea water only as a heat source for the total input of (2.1) kW for the higher intermediate temperature.
Figure 7:
Hybrid system load deviation (η) when compared to the base load at different intermediate temperature for R717/R134a system At the same ground heat source contribution of (50 %) for R410A/R134a system, the deviation was a negligible value, which corresponds only (0.6 %). At the lower intermediate temperature, the hybrid system exhibited a higher heating load than that of the base one for (α) between (15 and 40) %, but it is still within insignificant value of (1 %). Figure (7) reflects the fact that increasing the ground heat source contribution reduces the total heating load output of the heat pump. Hence, the application with (α) between (15 %) and (40 %) shows a favorite range for the R717/R134a system with (± 1 %) load deviation at both intermediate temperatures of the cascade heat exchanger.
Compressors Power Consumption
The power consumption of the Cascade systems for both of the refrigerant pairs are calculated with the aid of the basic thermodynamic relation described above. The isentropic efficiency of the three compressors was set at fixed value of (70 %). The contribution of each compressor to the total power consumption with (α) variation for R717/R134a system is compared in figure (9) . The (LT) compressor contribution exhibited a declination with increasing (α); on the contrary the (IMT) compressor shows an increasing trend. This behavior is regardless of the (HT) operating conditions which showed insignificant variation with (α). This behavior is obviously due to the increase percentage of the load for the ground heat source and reducing the load contribution of the sea water source. The same trend has been noticed for R410A/R134a system as well A comparison of the power consumption for both of refrigerant pairs is presented in figure (10) for R134a evaporation temperature of (30) °C. It is obvious that the R410A/R134a system consumes more power than that of R717/R134a for the whole range of the investigated (α). It is ranged between (6 %) and (8 %) higher than those of R717/R134a system at (α) values of (15 %) and (50 %) respectively. Both systems revealed a decrease in the power consumption with the increase of (α). figure (11) . The percentage of power consumption departure from the base value is in favor for the range of (α) between (30 %) and (50 %) for this system. It showed that the power consumed by the hybrid system lower than that of the base system by about (2.5 %) at the maximum investigated (α). 
System Heating COP
The coefficient of performance of both Cascade refrigerant pair systems are compared in figure (12) for condensing temperature of (30) °C at the HT cycle. Tc_R134a=75 °C The differences between heating (COP) of both systems are insignificant but they still show a sort of discrepancy with intermediate temperature, (α) values and refrigerant pairs. The higher (COP) was revealed for R717/R134a system than those of the R410A/R134a one for both of the intermediate temperatures at the whole investigated range of (α). R717/R134a system exhibited (COP) increase of about (3 %) higher than that of R410A/R134a system for both of the tested intermediate temperatures. In addition, the higher intermediate temperature (35) °C showed a higher heating (COP) than that of (33) °C for both of refrigerant Cascade systems. At (35) °C, R717/R134a system revealed a higher heating (COP) than that obtained at (33) °C by (4 %). The corresponding value for R410A/R134a system was about (3.8 %). The behavior of the estimated performance showed that the heating (COP) increases as (α) increases and approaching a maximum at the (50 %) input load contribution of each heat sources.
The (COP) of the system is an outcome of the thermal achievement of the heat pump. A comparison of both systems at the same intermediate temperature showed that R717/R134a exhibited a lower heating output load and power consumptions. Hence, a higher heating (COP) may be expected for this system. It is obvious that the heating load output for R717/R134a system is lower than that of R410A/R134a one for the whole of the investigated range of (α). It is ranged between (2 %) at low value of (α) to (5 %) at the highest (α) of (50 %).
The specific power consumption of compressors is defined as the ratio of power consumed to the heating load output of (3.5) kW expressed as:
The test systems showed a similar behavior and trend variation with (α) and intermediate temperatures. Figure (14) illustrates a comparison of the variation of specific power consumption with (α) at different intermediate temperatures for R717/R134a system. The higher values of ( ) are revealed at the lower intermediate temperature of (33) °C, it also showed the highest values at the lowest value of (α). Figure (15) shows the deviation percent of the specific power consumption of R410A/R134a and R717/R134a Cascade systems from the base value calculated at (3.5) kW output heating load. The values of ( ) showed a decrease by a value upto (3) % lower than that of the base system where sea water heat source was implemented alone.
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CLOSURE STATEMENT
It is worth mentioning that the above assessment of the base and proposed coupling of multi heat source systems were based on the maximum possible power to be consumed by the Cascade unit. Increasing the isentropic efficiency of the compressors to (90 %) revealed a significant reduction in the power consumed by the Cascade system by more than (24 %) and an increase of the (COP) by about (20 %). For R717/R134a system at (30) °C evaporation temperature of R134a in the Ground heat source contribution with respect to the total input load defined in eq. (12), (%) η Parameter deviation percent defined in eq. (13) 
